EXHIBIT A

SIGN IN SHEET & PRE-BID MEETING AGENDA



Temporary Fire Station No. 2

Tenant Improvement

Project No. 3447
Pre-bid Meeting
Wednesday October 30, 2019, 10:00 am
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Temporary Fire Station No. 2
Tenant Improvement
Project No. 3447
Pre-bid Meeting
Monday November 4, 2019, 2:00 pm
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CITY OF MILPITAS

Engineering Division Phone (408) 586-3300

Temporary Fire Station No. 2
Tenant Improvement

Project No. 3447
October 30, 2019 at 10:00 am
November 4, 2019 at 2:00 pm

1. INTRODUCTIONS
Please see the sign-in sheet.

2. PROJECT OVERVIEW/SUMMARY OF WORK
o Summary of Work: This tenant improvement is intended to allow the City of Milpitas Fire Station
No.2 crew to operate while the new fire station is being constructed. The renovation work will
include, but not limited to:

o An updated kitchen, including new residential type oven and range, ADA counter, sink,
cabinet and new painting.

o Installation of new accessible bathroom including ADA shower unit, lavatory sink, new
toilet, related plumbing and painting.

o Installation of 1 hr. rate doors and wall along the existing concrete panel wall to separate
R-2 from S-2 occupancy types.

o Installation of portable emergency generator with automatic transfer switch and docking
station furnished by the CITY.

o  Moadification of store front double door into single door with combo code lock.

o General improvement throughout the building including demolition, mechanical,
electrical, plumbing and painting.

o Provide detail cleaning service for the entire building including, but not limited to,
cleaning building interior and exterior walls, cleaning carpet, lighting, bathroom, ceiling,
and furniture.

e This is lump sum bid
City will award the contract based on the lowest responsible and responsive bid of Base Bid

o Within 21 days after the council award the contract, the contractor shall submit the following document
to the City prior to issuing the notice to proceed.

o  Construction Schedule

o  Schedule of value

o  Schedule a pre-construction meeting

e The Permit and Field Copy plans will be provided after the City Council has award the project. The
Contractor shall comply with all Building inspection related to this work.

¢ Plan Holders List, Plans and Specifications (one volume each) can be purchased from Prints Charles
Reprographics, 1643 S Main St, Milpitas CA 95035, phone (408) 240-3330
www.printscharlesrepro.com or incoming@printscharlesrepro.com

3. Bid Date: November 14, 2019 at 2:00 PM
e Bidders wishing to submit bids prior to 12:00 p.m. on November 14, 2019 must contact Lyhak
Eam at (408) 586-3349 to arrange drop off.
e (Questions asked by Bidders at the Pre-Bid Conference not specifically addressed within the
Contract Documents shall be answered in writing, and issued as an Addendum.

e Written requests for information from prospective bidder’s shall be submitted to Lyhak Eam no
later than 2 PM on November 6, 2019
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CITY OF MILPITAS

Engineering Division Phone (408) 586-3300

4. WORK HOURS

e Regular work hours: 7:00 am to 4:00 pm, Monday through Friday, except holidays.

e Contractors may be allowed to work from 7:00 a.m. to 7:00 p.m. Mondays through Fridays
including weekends, except for holidays, if approved by the Engineer in writing. Any work
necessary to be performed after regular working hours, or on Saturdays and Sundays or other
holidays, shall be performed without additional expense to the City.

e City will provide inspection during regulars working hours from 7:30 a.m. to 3:30 p.m. Monday
through Friday.

o Refer to the most current version of the City of Milpitas Noise Abatement Ordinance, Ord. 196.6
of the Municipal Code Section V-213. It shall be unlawful for any person to engage or permit to
engage in construction of any building or related road or walkway, pool, or landscape improvement
or in the construction operations related thereto including to operate, permit, use, or cause to
operate any of the following at the Project site, other than between the hours of 7:00 a.m. to 7:00
p.m., Monday through Sunday, unless otherwise approved by the City.

5. SUBCONTRACTING
e General Contractor shall perform at least 15% of work.
e Contractor shall submit a subcontractor list with bid.

6. INSURANCE REQUIREMENTS: See section 00 72 13, article 36 and 37
e General Liability Insurance: $1.0 MILLION
e Auto Liability Insurance: $1.0 MILLION
e Workers Compensation Insurance

7. Time of Contract
e Time of Contract: 75 Calendar Days includes adverse weather days, maintenance period,
procurement and installation of all equipment, structure and material
e Liquidated Damages: $ 2,000 per calendar day

8. COMMUNICATION: The following address should be used:
City of Milpitas,
Engineering Division
455 East Calaveras Blvd.
Milpitas, CA 95035
Attn: Lyhak Eam
(408) 586-3349
Leam@ci.milpitas.ca.gov

9. QUESTIONS
Refer questions to Project Manager in writing by email. Deadline for RFls is November 6, 2019 at 2:00
PM
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EXHIBIT B
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BUS RATING: 200 120/208V, 3PH, 4W (E) PANEL SURFACE MOUNT, NEMA 1
MAIN: 200 MAIN LUG ONLY P 3 LOCATION: UTILITY ROOM 112
SPACES: 42 FULL SIZEBOLT-ON CB SPACES WITH EQUIPMENT GND BUS
— AIC RATING: (E) KAICPANEL CONNECTED VA
CKT |DIST LOAD COND | PHASE | PHASE | PHASE |[COND LOAD DIST | CKT
%D | (FT) |NOTES|TYPE |CKT DESCRIPTION TRIP |POLES| SIZE | A B C | SiZE |POLES| TRIP DESCRIPTION CKT | TYPE |NOTES| (FT) | %VD
1 [SPACE E 1 20 EXISTING LOADS| 2 13
1,3 3 |EXISTING LOADS 20 1 E E 1 20 EXISTING LOADS| 4 13
1,3 5 |EXISTING LOADS 20 1 E E 1 20 EXISTING LOADS| 6 1,3
1,3 7 |EXISTING LOADS 70| 3 E E 1 20 EXISTING LOADS| 8 1,3
— 9 |" E E 1 20 EXISTING LOADS| 10 1,3
1 | E E 1 20 EXISTING LOADS| 12 1,3
1,3 13 |EXISTING LOADS 20 1 E E 1 20 EXISTING LOADS| 14 1,3
1,3 15 |EXISTING LOADS 20 1 E E 1 20 EXISTING LOADS| 16 13
1,3 17 |EXISTING LOADS 20 1 E E 1 20 EXISTING LOADS| 18 13
19 [SPACE 1 20 NOT LABELLED| 20 1.4
— ] 1,3 21 |EXISTING LOADS 30 E 1 20 NOT LABELLED| 22 1.4
23 |" E 1 20 NOT LABELLED| 24 1.4
] (N)GENERATOR BATTERY
E 10 1 30 5
2 3000 CHARGER AND BLOCK HEATER| 2°
(N)SMOKE ALARM AND CARBON
2,5 IRCUIT 1 FROM MSB 20 1 E 12 1 20 25
: 27 |CIRCU OM MS 0 voNoxioel 28 :
25 29 |CIRCUIT 3 FROM MSB 20 1 E 5 12 1 20 (N)FIRE/SMOKE DAMER| 30 25
25 31 |CIRCUIT 7 FROM MSB 20 1 E SPACE| 32
- 25 33 |CIRCUIT 9 FROM MSB 20 1 E SPACE| 34
25 35 |CIRCUIT 11 FROMMSB 20 1 E SPACE| 36
25 37 |(N)REFRIGERATOR 20 12 |22 SPACE| 38
25 39 |(N)GAS RANGEAND HOODFAN | 20 12 =% SPACE| 40
25 41 |(NAPPLIANCES 20 12 500 SPACE| 42
CON: 3900 600 1550
25%: 0 0 0| LOAD (VA) LOADTYPELEGEND
SUB: 0 0 0 0 R RECEPTACLE
TOT: 3900 600 1550 0 L LIGHTING (125% OF CONNECTED LOAD CEC 215.2)
AMPS 33 5 13 0 M MECHANICAL
0 K  KITCHEN APPLIANCE
0 N NON-CONTINUOUS MISC.
0 C  CONTINUOUS MISC. (125% OF CONNECTED LOAD CEC 215.2)

PANEL SCHEDULE NOTES

1.  EXISTING BREAKER TO REMAIN.

2. "AFCI"BREAKER REQUIRED.

3  EXISTING BRANCH CIRCUIT TO REMAIN. NO CHANGE TO CONNECTED LOAD.

4. BREAKER NOT LABELED IN EXISTING PANEL. VERIFY LOAD AND LABEL BRANCH CIRCUIT OR "SPARE" AS APPLICABLE.

5.  NEW CIRCUIT BREAKER REQUIRED.

6. PROVIDE CIRCUIT BREAKER LOCKING DEVICE.

SRS DESIONER STAP RECORD DRAWINGS: REVISIONS CITY OF MILPITAS ENGINEERING DIVISION Gy frottumter
NO. ISSUE DESCRIPTION ENGR. APR. DATE
K A W A S A K I ISSUED FOR PERMIT 10/08/2019 REC. DWG NO
pe— DESIGNER: DATE:______ | DRAWNBY: DATE: REISSUE FOR PERMIT 02209 CITY OF MILPITAS FIRE STATION NO. 2 TEMP. STATION
AR H |'|‘E T . . RE-ISSUE FOR PERMIT 10/31/2019
570 10th Street, Suite 201 PUBLIC WORKS INSPECTOR: DATE: 1126 YOSEMITE DRIVE. MILPITAS, CA
Oakland, CA 94607
’ UTILITY/ FACILITY DEPT. HEAD: DATE: CHECKED BY: __ DATE: Drawing Title NOTE: If this drawing is not 36"x24" it has been SCALE:
Consultant - revised from its original size and the scales noted on -
PROJECT ENGINEER: DATE: PAN E L SC H E D U LE drawing/details are no longer applicable. ASNOTED
' — © 2019 Shah Kawasaki Architects
EXPIRES: 06/30/21 —_— ing No.
ENGINEERING THOMA #19-8033.01 PUBLIC IMPROVEMENTS DESIGNEDBY: _ DATE: _ Drawing No
— Em’pleo s;_ INITIALLY ACCEPTED BY THE RECOMMENDED FOR BIDDING BY: DATE: E - O O
o S S AT CITY COUNCIL ON: RES.NO. MICHAEL SILVERA, P.E.
cad@thomaelec.com Sheet No. of

20 ‘ 19 18 17 16 15 14 13 12 11 10 9 8 7 6 5 4 3 2 ‘ 1

Nov 01, 2019 - 12:02pm - chris K:\ENG\2019\19-8033\19-8033.01\19-8033.01__ E-003_PANEL SCHEDULE.dwg




Nov 01, 2019 - 12:00pm - chris K\ENG\2019\19-8033\19-8033.01\19-8033.01__E-102_ELECTRICAL FLOOR PLAN AND SINGLE LINE DIAGRAM.dwg

20 19 18 17 16 15 14 13 12 11 10 9 8 6 5 4 3 2 1
M
1
K 1]
I [i— i —  — — — i — — = T 1
f 2% h
| . N
| &
(N)
[ .; 2] 7
1 N
28
‘ TYP|14 — @‘
| &l NS
‘ 28
H N, | e B
T 28| +48,
P3-28,37,39,41 37
1 28
17 (N)®
G |
| - B |
| P |
is =
D :7 I
C
A
ArCh“eC“’gReCﬁd A H PESIGNER STAMP: RECORD DRAWINGS: REVISIONS CITY OF MILPITAS ENGINEERING DIVISION
NO. ISSUE DESCRIPTION ENGR. APR. DATE
KAWASAKI _ , . . REC. DWG NO.
DESIGNER: DATE.______ | DRAWNBY. DATE. CITY OF MILPITAS FIRE STATION NO. 2 TEMP. STATION
ARCHITECTS . .
570 10th Street, Suite 201 PUBLIC WORKS INSPECTOR. DATE. 1126 YOSEMITE DRIVE. MILPITAS, CA
©Oakland, CA 94607 UTILITY/ EACILITY DEPT. HEAD: DATE: CHECKED BY:___ DATE: ; Drawing Title NOTE: If this drawing is not 36"x24" it has beeg ~ | £
Consultant ' ' — ’ revised from its original size and the scales npigd Ry
) DATE: \ ‘; 1’ drawing/details are no longer applicable.
=0 PROJECT ENGINEER: S < 6KDK .DZDVDNL $UFKLWHFWV
- o~ - - EXPIRES: 06/30/21 Drawing No.
N THOMA #19-8033.01 PUBLIC IMPROVEMENTS DESIGNED BY: DATE:
INITIALLY ACCEPTED BY THE
CITY COUNCIL ON: RES.NO.______
Sheet Na of
20 19 18 17 16 15 14 13 12 11 10 9 8 6 5 4 3 2 1




EXHIBIT C: EXISTING PENETRATION AT EXISTING 1 HR. RATED WALL

Figure 01: HVAC Flexible Duct

Figure 02: Copper Pipes

Figure 03: 4” Electrical Conduit
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